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Executive Summary

Under the Safe Drinking Water Act Amendments of 1996, al states are required by the U.S. Environmental
Protection Agency (EPA) to assess every source of public drinking water for its relaive sengtivity to
contaminants regulated by the act. This assessment is based on aland use inventory of the designated
assessment area and sengtivity factors associated with the wells and/or springs and aquifer characterigtics.

This report, Source Water Assessment for City of Dayton in Franklin County, Idaho, describes the public
water system (PWS), the boundaries of the zones of water contribution, and the associated potential
contaminant sources located within these boundaries. This assessment should be used as a planning toal,
taken into account with local knowledge and concerns, to develop and implement appropriate protection
measures for thissource. Theresultsshould not be used as an absolute measure of risk and they
should not be used to undermine public confidence in the water system.

The City of Dayton (PWS #6210004) drinking water system consigts of three springs and two wells. The
springs (Spring #1, Spring #2, and Spring #3) are located in the Five-Mile Creek drainage northwest of
Dayton. Thewdls (Well #1 and Well #2) are located within the City of Dayton. The springs are the system’s
main source of drinking water. Diversion channds direct each spring’ s weter to a collection areawhereit is
gravity fed to the storage reservoirs located on asmall hill west of the city. The two wells act as backup
sources for the system and pump water directly to the storage reservoirs. The system supplies an average of
417,600 gdlons of water per day to approximately 440 persons, through 156 metered connections.

Fina susceptibility scores are derived from equally weghting system construction scores, hydrologic senstivity
scores, and potentia contaminant/land use scores. Therefore, alow rating in one or two categories coupled
with ahigher rating in other categories resultsin afind rating of low, moderate, or high susceptibility. With the
potential contaminants associated with mostly urban and heavy agriculturad aress, the best score awater
source can get is moderate. Potential contaminants are divided into four categories, inorganic chemica (10C,
i.e. nitrates, arsenic) contaminants, volatile organic chemica (VOC, i.e. petroleum products) contaminants,
synthetic organic chemicd (SOC, i.e. peticides) contaminants, and microbia contaminants (i.e. total coliform
or E. coli bacteria). Asdifferent water sources can be subject to various contamination settings, separate
scores are given for each type of contaminant.

The potentia contaminant sources within the delinested capture zones for the wells and springsinclude an
underground storage tank (UST), aleaking underground storage tank (LUST), a Group 1 Ste (Stes that show
elevated levels of contaminants and are not within the priority areas), and a county landfill. Additiondly, Five-
Mile Creek, smal streams, and two trangportation corridors (County Route D1 and the railroad) crossthe
delineations. If an accidental spill occurred from any of these corridors, IOCs, VOCs, SOCs, or microbia
contaminants could be added to the aquifer system. Other potentia contaminant sources identified within the
delineated area that may contribute to the overal vulnerability of the water were septic tanks within the City of
Dayton, wildlife and domestic animd grazing, and numerous livestock and dairy operations. A completeligt of
potential contaminant sources is provided with this assessment (see Table 1, Table 2, and Table 3).



For the assessment, areview of laboratory tests was conducted using the Idaho Drinking Water Information
Management System (DWIMYS) and the State Drinking Water Information System (SDWIS). No SOCs or
VOCs have ever been identified in the springs or wells. The IOCs fluoride and nitrate have been detected in
the drinking water. Despite existing in anitrate priority areg, nitrate levels are below the maximum contaminant
level (MCL) as st by the EPA. The nitrate history (between the years of 1983 and 2001) shows
concentrations for Well #1 range from 3.49 milligrams per liter (mg/L) to 5.49 mg/L with the pesk
concentration in November 1997. The nitrates found in Wl #2 range from 0.89 mg/L to 1.32 mg/L. Nitrate
results from the springs range from 0.31 mg/L to 0.85 mg/L. Radionuclides, such as gross aphaand gross
beta, have been detected in the water for Well #1, below the designated MCL for each chemicd. An
evauation of the system’ s bacteria history (between 1996 and 2002) detected total coliform and E. coli at
various locations within the digtribution system, and in two springs (Spring #2 and Spring #3). The soring
sources were under congtruction, or the samples were untreated when bacteria was detected. When bacteria
was identified in May 2000, a boil order was required until bacteriawas no longer present in the system.
During 2002, bacteria was absent in the system. Although arsenic has not been detected in any of the drinking
water sources, the system should recognize that in October 2001, the EPA lowered the arsenic MCL to 0.01
milligrams per liter (mg/L), giving systems until 2006 to comply with the new standard.

The I1daho Department of Environmenta Quality (DEQ) in 2001 conducted a Sanitary Survey for the City of
Dayton. Some system improvements for the wells were to ingtal 24-mesh screen over the opening of the
pump to waste discharge pipes. Also, both wells need to disconnect the pump discharge lines that connect to
thewd| casngs and ingdl blind flanges. For the sorings, the required Microscopic Particulate Andyss
(MPA) tests need to be performed to determine whether the sources are classified as Ground Water Under
Direct Influence (GWUDI) of surface water. The City of Dayton plans to conduct the MPA tests for the
Spring sources during 2002. Addressing the improvements outlined in the sanitary survey may prolong the life
of the water sources and reduce the chance of contaminants entering the drinking water system.

In terms of total susceptibility, the springs rated as low susceptibility for I0Cs, VOCs, and SOCs. Spring #1
rated low for microbia contamination, whereas Spring #2 and Spring #3 automatically rated high for microbia
contamination due to microbid detectsin May 2000. Well #1 and Well #2 rated highly susceptible for IOCs,
VOCs, SOCs, and microbia contaminants.

This assessment should be used as a basis for determining appropriate new protection measures or re-
evauating existing protection efforts. No matter what ranking a source receives, protection is dways
important. Whether the sourceis currently located in a*“ pristing” area or an areawith numerous indudtria
and/or agricultura land uses that require surveillance, the way to ensure good water qudity in the futureisto
act now to protect vauable water supply resources. |If the system should need to expand in the future, new
well sites should be located in areas with as few potentia sources of contamination as possible, and the site
should be reserved and protected for this specific use.



For the City of Dayton, drinking weater protection activities should focus on correcting any deficiencies outlined
in the sanitary survey (an ingpection conducted every five years with the purpose of determining the physica
condition of awater system’s components and its capacity). There should be no gpplication or storage of
herbicides, peticides, or other chemicas within 50 feet of a public water system wells and within 100 feet of
springs. An additiona protective measure would be to limit the use of roads that pass within 50 feet of a
drinking water source. The system should continue their efforts to keep the didtribution system free of
microbid contamination. Any new sources that could be consdered potentia contaminants that resde within
awater source’'s zones of contribution should be investigated and monitored to evauate the threet the
contaminant may posein the future. Land uses within most of the source water assessment area are outsde
the direct jurisdiction of the City of Dayton. Therefore partnerships with federd, state and loca agencies,
industrid and commercia groups should be established to ensure future land uses are protective of ground
water qudity. Educating city employees and the public about source water will further assst the system inits
monitoring and protection efforts.

Due to the time involved with the movement of ground water, drinking water protection activities should be
amed at long-term management Strategies even though these strategies may not yield results in the near term.
A grong public education program should be a primary focus of any drinking water protection plan. Public
education topics could include proper lawn and garden care practices, household hazardous waste disposa
methods, proper care and maintenance of septic systems, and the importance of water conservation to name
but afew. There are multiple resources available to hdp communities implement protection programs,
including the Drinking Water Academy of the EPA. Drinking water protection activities for agriculture should
be coordinated with the Idaho State Department of Agriculture, and the Caribou County Soil and Water
Conversation Didrict. Asmgor trangportation corridors that intersect the delineation (such as the County
Route D1, and the railroad), the Idaho Department of Transportation should be involved in protection efforts.
If the system should need to expand in the future, new well or spring sites should be located in areas with as
few potentia sources of contamination as possible, and the site should be reserved and protected for this

specific use.

A community must incorporate avariety of srategiesin order to develop a comprehensive drinking water
protection plan, be they regulatory in nature (i.e. zoning, permitting) or non-regulatory in nature (i.e. good
housekeeping, public education, specific best management practices). For assistance in developing protection
srategies please contact the Pocatello Regiond Office of the Idaho Department of Environmenta Quality or
the Idaho Rurd Water Association.



SOURCE WATER ASSESSMENT FOR CITY OF DAYTON, IDAHO
Section 1. Introduction - Basis for Assessment

The following sections contain information necessary to understand how and why this assessment was
conducted. It isimportant to review thisinformation to under stand what the ranking of this
assessment means. Maps showing the delineated source water assessment area and the inventory of
sgnificant potentia sources of contamination identified within that areaare included. The ligt of Sgnificant
potentia contaminant source categories and their rankings used to devel op the assessment also isincluded.

Level of Accuracy and Purpose of the Assessment

The DEQ isrequired by the EPA to assess over 2,900 public drinking water sourcesin ldaho for their relative
susceptibility to contaminants regulated by the Safe Drinking Water Act. This assessment is based on aland
use inventory of the ddlineated assessment area, sengtivity factors associated with the wells, and aquifer
characterigtics. All assessments must be completed by May of 2003. The resources and time available to
accomplish assessments are limited. Therefore, an in-depth, site-specific investigation to identify each
sgnificant potential source of contamination for every public water syssemisnot possble. This assessment
should be used as a planning tool, taken into account with local knowledge and concer ns, to develop
and implement appropriate protection measuresfor thissource. Theresultsshould not be used as
an absolute measure of risk and they should nat be used to under mine public confidencein the
water system.

The ultimate god of the assessment isto provide data to local communities to develop a protection strategy for
their drinking water supply syslem. DEQ recognizes thet pollution prevention activities generdly require less
time and money to implement than treatment of a public water supply system once it has been contaminated.
DEQ encourages communities to balance resource protection with economic growth and development. The
drinking water protection program should be determined by the local community and be based on its own
needs and limitations. Wellhead or drinking water protection is one facet of a comprehensve growth plan,

and it can complement ongoing locd planning efforts.

Section 2. Conducting the Assessment
General Description of the Source Water Quality

The City of Dayton (PWS #6210004) drinking water system consists of three springs and two wells. The
Springs (Spring #1, Spring #2, and Spring #3) are located in the Five-Mile Creek drainage northwest of
Dayton (see Figure 1). Thewdls (Wel #1 and Wdl #2) are located within the City of Dayton. The springs
are the sysem’s main source of drinking water. Diverson channels direct each spring’s water to a collection
areawhereit is gravity fed to the storage reservoirs located on asmall hill west of the city. The two wels act
as backup sources for the system and pump water directly to the storage reservoirs. The system supplies an
average of 417,600 gallons of water per day to approximately 440 persons, through 156 metered
connections.



For the assessment, areview of laboratory tests was conducted using the Idaho Drinking Water Information
Management System (DWIMS) and the State Drinking Water Information System (SDWIS). No synthetic
organic chemicds (SOCs) or volatile organic chemicals (VOCs) have ever been identified in the sorings or
wells. The inorganic chemicals (I0Cs) fluoride and nitrate have been detected in the drinking water. Despite
exiding in anitrate priority area, nitrate levels are below the maximum contaminant level (MCL) as set by the
EPA. The nitrate history (between 1983 and 2001) shows concentrations for Well #1 range from 3.49 mg/L
to 5.49 mg/L with the peak concentration in November 1997. The nitrates found in Well #2 range from 0.89
mg/L to 1.32 mg/L. Nitrate results from the springs range from 0.31 mg/L to 0.85 mg/L. Gross dphaand
gross beta radiation have been detected in the water for Well #1, and were below the designated MCL for
each chemicd. An evauation of the system’s bacteria history (between 1996 and 2002) detected total
coliform and E. coli at various locations within the distribution system, and in two springs (Spring #2 and
Spring #3). The pring sources were under construction or the samples were untreasted when bacteriawas
detected. When bacteriawas identified in May 2000, a boil order was required until bacteria was no longer
present in the syslem. During 2002, bacteria was absent in the system.  Although arsenic has not been
detected in any of the drinking water sources, the system should recognize that in October 2001, the EPA
lowered the arsenic MCL to 0.01 milligrams per liter (mg/L), giving systems until 2006 to comply with the new
standard.

The DEQ in 2001 conducted a sanitary survey for the City of Dayton. Some system improvements for the
wellswere to ingall 24-mesh screen over the opening of the pump to waste discharge pipes. Also, both wells
need to disconnect the pump discharge lines that connect to the well casings and ingall blind flanges. For the
springs, the required Microscopic Particulate Analysis (MPA) tests need to be performed to determine
whether the sources are classfied as Ground Water Under Direct Influence (GWUDI) of surface water. The
City of Dayton plans to conduct the MPA tests for the spring sources during 2002. Addressing the
improvements outlined in the sanitary survey may prolong the life of the water sources and reduce the chance
of contaminants entering the drinking water system.

Defining the Zones of Contribution — Delineation

The delineation process establishes the physical area around awell that will become the focal point of the
assessment. The process includes mapping the boundaries of the zone of contribution into time-of- travel
(TOT) zones (zones indicating the number of years necessary for a particle of water to reach a pumping well)
for water in the aquifer. Washington Group Internationd, Inc (WGI) was contracted by DEQ to define the
public water system's zones of contribution. WGI used a conceptua computer model approved by the EPA
in determining the 3-year (Zone 1B), 6-year (Zone 2), and 10-year (Zone 3) TOT for water associated with
the Cache Vdley hydrologic province in the vicinity of the City of Dayton. The computer model used Site
specific data, assmilated by WGI from avariety of sources including operator records, well logs (when
available) and hydrogeologic reports. A summary of the hydrogeologic information from the WG is provided
below.
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FIGURE 1 - Geographic Location of the City of Dayton, PWS
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Hydr ogeologic Conceptual M odel

The Bear River originaesin the Uinta Mountains of northern Utah and winds its way through over 500 miles
of Wyoming, Idaho, and Utah to terminate in a freshwater bay of the Great Sdlt Lake just 90 mileswest of its
source (Dion, 1969, p. 6). The Bear River enters Idaho near Border, Wyoming and flows aong the north
edge of the Bear River Plateau. Flowing north through the Bear River — Dingle Swamp hydrologic province, it
passes into the Soda Springs hydrologic province esst of the Bear River Range. Upon entering the Gem
Vadley — Gentile Valey hydrologic province, it swings south. Now west of the Bear River Range, the river
passes through the Oneida Narrows into the Cache Valey hydrologic province. Over most of its course
through 1daho, the Bear River is gaining and in direct hydraulic communication with the mgjor aguifer sysems
of the four hydrologic provinces. The exception isasmall reach between the cities of Alexander and Grace
whereit isgeneraly losing and is perched over the regiond fractured basalt agquifer (Dion, 1969, p. 30).

Ground water in the Bear River Basin is found in Holocene aluvium, Pleistocene basdlt, and rocks of the
“Pliocene (?)” [dc] Sdt Lake Formation, pre-Tertiary undifferentiated bedrock, and possibly the “Eocene
(?)” [s9¢] Wasatch Formation (Dion, 1969, pp. 15 and 16). Rocks of the Salt Lake Formation, which include
freshwater limestone, tuffaceous sandstone, rhyalite tuff and poorly-consolidated conglomerate, outcrop aong
the mgor valey margins and may underlie the valey-fill dluvium (Dion, 1969, pp. 16 and 17). Many of the
wells drilled into this formation do not yidd water. The few wellsthat do produce water yield as much as
1,800 gdlons per minute (gpm) from beds of sandstone and conglomerate.

The Wasatch Formation is restricted to the Bear Lake Plateau and small areas northwest of Bear Lake (Dion,
1969, p. 17). Theformation is composed largely of tightly cemented conglomerate and sandstone with
smaler amounts of shae, limestone, and tuff. The primary pore space istypicaly impermegble. Water
movement may occur through joints and fractures or more permesable zones that are thought to exist dong the
relatively flat-lying formation (Dion, 1969, p. 17). Springs occur at the margins of the formation.

Precipitation in the basin ranges from 10 inches per year on the floor of Bear Lake Valey to over 45 inches
per year on the Bear River Range (Dion, 1969, pp. VII and 11). Applied over the entire basin, precipitation
amounts to gpproximately 2.3 million acre-feet annualy. Precipitation is aso the principa source of recharge
to the basin’ s agquifersin conjunction with spring snowmelt and runoff, irrigation seepage, and cand losses.

Natural ground water dischargeis by flow to the Bear River, springs, seeps adong riverbanks, and
evapotranspiration in large marshy areas (Dion, 1969, p. VII1). Some discharge may aso occur by way of
underflow to the Portneuf River drainage through basdt flows at Tenmile pass and near Soda Point.

Ground water is obtained from both springs and wells in the Bear River Basin. Hundreds of springsissue
primarily from fractures and solution openings in the bedrock on the margins of the basin (Dion, 1969, p. 47).
Water production from wells in the four hydrologic provincesis primarily from dluvid and basdt aquifers,
however, some wdlls tap conglomerate, sandstone, limestone and shde aquifers of the SAt Lake and possibly
the Wasatch formations (Dion, 1969, p. VII).



Cache Valley

Cache Valey isacomplex graben covering about 310 square miles in southeastern Idaho and 350 square
miles in northeastern Utah. 1t was once a bay of ancient Lake Bonneville resulting in |ake terraces dong the
margins of the valey (Dion, 1969, p. 7). The related topographic festures and deposits of ancient lakes affect
the occurrence and movement of ground water (Bjorklund and McGreevy, 1971, p. 14).

The valey floor conssts of unconsolidated valey-fill sediments of Quaternary age from the former Lake
Bonneville and older lakes and streams, as well as younger dluvium. The sediments consist of slts and gravel
of the Alpine and Bonneville formations, overlain by interfingering beds of gravd, sand, silt, and day. Alluvid
fan and landdide deposits are exposed dong the margins of the valey. Thereisagenerd coarsening of
sediments from lower devationsin the center of the valey to the higher devations at the valey margins
(Johnson et d., 1996). The surrounding mountain ranges consst of highly faulted Tertiary Sdlt Lake and
“Wasatch (?)” [s¢] formation rocks and Permian through Precambrian rocks (Bjorklund and McGreevy,
1971, Plate 1).

The mgor aquifers are composed of sand and grave in fans and ddltas; interbedded layers of lake-bottom
clays and silts confine the aquifers and cause artesian conditions throughout the valey (Bjorklund and
McGreavy, 1971, p.14). Ddtas and fans from streams entering the valley generdly contain a high percentage
of gravel and are considered good aquifers (Bjorklund and McGreevy, 1971, p.15). The exceptionisthe
Bear River ddta, which is composed mostly of fine sand and silt and contains poor aquifers.

Aquifer recharge occurs mainly by infiltration of water from precipitation, streams, candls, ditches, and
irrigated lands and by subsurface inflow. A large volume of recharge originates in the Bear River Range where
30to 50 inches of precipitation fall in most years. Average annud precipitation on the valey floor is
approximately 15.5 inches (Bjorklund and McGreevy, 1971, pp. 5 and 18). The principa recharge areais
aong the margins of the vdley that are underlain by permesable unconsolidated materids (Bjorklund and
McGreevy, 1971, p. 18). Inthe lower parts of the valey, some water is recharged to shalow unconfined
aquifers, but infiltrated water does not reach the confined aquifersin Idaho because of the upward artesan
gradient.

Ground water is discharged by springs, seeps, drains, evapotranspiration, and wells. Many streamsin Cache
Vdley originate at sorings and seeps within the valey, and other sreams gain in flow asthey traverse the valey
floor. Potentiometric levels range in eevation from about 4,850 feet above mean sealevel (md) near Oxford
to about 4,500 feet md near the Idaho-Utah border. Generdly, the ground water flow direction islocaly
toward the Bear River and regiondly south toward Utah. The Bear River in the Idaho part of Cache Vdley is
gaining (Bjorklund and McGreevy, 1971, p.19).

Artesan conditions exist in alarge part of the lower valey. Heads of most flowing wells are less than 40 feet
above land surface, but heads as high as 62 feet above land surface have been measured (Bjorklund and
McGreevy, 1971, p. 22). Water table conditions exist near the edge of the valey benesth dluvid dopesand
benchlands. The depth to water is as much as 300 feet below ground surface (bgs) aong the margin of the

upper vdley.



Most wellsin the valey produce water from the unconsolidated basin deposits. Driller’ slogs indicate thet the
aluvium may contain severd aguifers separated by st and clay (Dion, 1969, p. 19). The most productive
aquifer systems in the Idaho part of Cache Valley arein the area of Weston Creek and in fan deposits dong
the north and west Sides of the valey. Aquifer tests near Weston indicate an average transmissivity of about
30,000 ft?/day (Bjorklund and McGreevy, 1971, p. 2). Transmissivity values of 5,000 and 40,000 ft*/day
were reported from two tests conducted north of Clifton, Idaho (Johnson et d., 1996, p. 21). For a
computer-aided analyss of the resulting test data, the contact at the valey margin was conceptuaized as a
low-permesability boundary and smulated as a no-flow boundary (Johnson et d., 1996, p .11). All of the
Cache dley PWS wdls modeled are located within a couple of miles of the bedrock/valley-fill contact or
other near-surface geologic contact.

Capture Zone Modeling Method

The Cache Valey hydrologic province well delinegtions were performed using the calculated fixed-radius
method. Method sdlection was based on an assessment of hydrogeologic uncertainty as affected by the
quantity and qudlity of available information. Reevant information included well completion data, proximity of
the wdll to the bedrock/valey-fill contact and/or faults, and knowledge of ground water flow direction based
on water table contour maps (Bjorklund and McGreevy, 1971, Plates 1 and 4, and Kariya et d., 1994, Plate
2). The cdculated fixed-radius method was used to ddineate capture zones for the City of Dayton wells
completed in sedimentary rock aquifers within the Cache Vdley hydrologic province. Thefixed radii for the
3-, 6-, and 10-year time of travel capture zones were ca culated using equations presented by Kedly and
Tsang (1983) for the velocity digtribution surrounding a pumping well.

These wells are completed or assumed completed in either unconsolidated aluvium or conglomerate based on
well location and completion depths. The hydraulic conductivity for dluvid wells (112 ft/day) is the geometric
mean of pump test-derived estimates presented by Bjorklund and McGreevy (1971, Table 5). The effective
porosities (0.3 and 0.2) and uniform hydraulic gradients (0.01 and 0.003) are the default values presented in
Table F-3 of the Idaho Wellhead Protection Plan for unconsolidated aluvium and mixed volcanic and
sedimentary rocks, primarily sedimentary rocks, respectively (IDEQ, 1997, p. F-6). The aquifer thicknessis
the saturated open interva of each well. For wells lacking these data, the aquifer thickness was assigned a
vaue based on other PWS wels completed in the same aquifer. The hydraulic gradients used in the fixed-
radius caculations are the default values presented in Table F-3 of the 1daho Wellhead Protection Plan for
unconsolidated aluvium and mixed volcanic and sedimentary rocks, primarily sedimentary rocks (IDEQ,
1997, p. F-6).

To maintain conservatism in the ddlineation of capture zones for the City of Dayton, the pumping rete for Well
#2 is hdf the average PWS water usage of 140,000 gallons per day (gpd) because the springs are the primary
PWS water source and produce a minimum of 50 percent of the water supply. Well #1 was treated as a
backup well and pumped at the same rate as Well #2. The average pumping rates for the remaining wells
either are reported values (i.e., the owner/operator response to the PWS questionnaire or the State of 1daho
Public Water Supply Inventory Forms) or were estimated using the Cache Vdley per capita water
consumption rate of 279 gpd.
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Delinestion of the source water protection areafor the pringsinvolved specid consderation. Hydrogeologic
stting is foremost among the factors that control the shape and extent of the capture zone. A spring resulting
from the presence of ahigh permesbility fracture extending to great depth will have a much different capture
zone than a depression spring formed where the ground surface intersects the water table in a unconsolidated
aquifer. The latter can be reasonably modeled as either awell or an interna constant head boundary. In many
cases, however, the methods commonly used to ddlineate protection areas for water-supply wells are not
goplicable (Jensen et d., 1997). Application of the refined method using WhAEM (Kraemer et d., 2000), for
ingtance, may not be gppropriate for afracture or tubular spring produced from an aquifer that displays ahigh
degree of heterogeneity and anisotropy. Techniques that are most gpplicable to the springs within the scope of
this report are the topographic, refined, and cal culated fixed-radius methods. Hydrogeol ogic mapping
techniques have been useful in characterizing the hydrogeologic setting and the zone of contribution to springs
(Jensen et d., 1997, pp. 6-7). Other techniques such as tracer and isotope studies, potentiometric surface
mapping, geochemicd characterization, and geophysica survey interpretation require data that are not
available without additiona fieldwork.

The topographic method was used to ddineate capture zones for the City of Dayton springs. The topographic
method was chosen for springs that 1) are located within rdatively small drainage basins with easly definable
divides, 2) have an average annua discharge that can be reasonably supplied by an average annud
precipitation in the drainage, and 3) have characterigtics of a shalow system such as seasond variationsin
discharge and temperature.

The dédlineated source water assessment area for Well #1 can best be described as three concentric circles
750 feet, 1,100 feet, and 1,600 feet in diameter for the 0-3 year, 3-6 year, and 6-10 year time of travel
zones, respectfully (see Figure 2). For Wl #2, the ddlineation is three concentric circles 0.8 miles, 1.6 miles,
and 2.6 milesin diameter for the 0-3 year, 3-6 year, and 6-10 year time of travel zones, respectfully (see
Figure 3). The delineations for the springs were based upon the watershed or drainage basin that feeds water
into the spring sources (see Figure 4 and Figure 5). The actud data used by WGI to determine the areas
delineated for the source water assessmentsis available from DEQ upon request.

I dentifying Potential Sources of Contamination

A potentid source of contamination is defined as any facility or activity that stores, uses, or produces, asa
product or by-product, the contaminants regulated under the Safe Drinking Water Act. Furthermore, these
sources have a sufficient likelihood of releasing such contaminants into the environment a levels that could
pose a concern relative to drinking water sources. The goa of the inventory processis to locate and describe
those facilities, land uses, and environmenta conditions that are potentia sources of ground water
contamination. Field surveys conducted by DEQ and reviews of available databases identified potentia
contaminant sources within the delineation aress.
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It isimportant to understand that a release may never occur from a potential source of contamination provided
they are using best management practices. Many potentia sources of contamination are regulated at the
federd levd, sate leve, or both, to reduce therisk of release. Therefore, when a business, facility, or
property isidentified as a potentia contaminant source, this should not be interpreted to mean that this
business, facility, or property isin violation of any local, Sate, or federa environmenta law or regulation.
What it does mean is that the potentia for contamination exists due to the nature of the business, industry, or
operation. There are anumber of methods that water systems can use to work cooperatively with potentia
sources of contamination, including educationd visits and inspections of stored materids. Many owners of
such facilities may not even be aware that they are located near a public water supply source.

Contaminant Sour ce I nventory Process

A two-phased contaminant inventory of the study area was conducted in March and May of 2002. Thefirst
phase involved identifying and documenting potentia contaminant sources within the City of Dayton source
water assessment areas through the use of computer databases and Geographic Information System (GIS)
maps developed by DEQ. The second, or enhanced, phase of the contaminant inventory involved contacting
the operator to identify and add any additiond potentia sourcesin the deineated areas. Thistask was
undertaken with the assistance of Mr. Tarrdl Shepherd with the City of Dayton water system. At the time of
the enhanced inventory, additiona potentia contaminant sources were found within the delinested source
water area. The potentia contaminant sources within the delinested capture zones for the wellsinclude an
underground storage tank, aleaking underground storage tank, a Group 1 Ste (Stes that show eevated levels
of contaminants and are not within the priority areas), and a county landfill. Additiondly, Five-Mile Creek,
smal streams, and two trangportation corridors (County Route D1 and the railroad) cross the ddlinegtions. If
an accidenta spill occurred from any of these corridors, IOCs, VOCs, SOCs, or microbia contaminants
could be added to the aquifer system. Other potentiad contaminant sources identified within the ddlineated
areathat may contribute to the overdl vulnerability of the water were septic tanks within the City of Dayton,
wildlife and domestic anima grazing (springs only), and numerous livestock and dairy operations. A complete
list of potentia contaminant sourcesis provided with this assessment (see Table 1, Table 2, and Table 3).
Potentia contaminant sources are given unique site numbers that references tabular information associated with
the public water wells. Maps with well and spring locations, delinested areas and potential contaminant
sources are provided with this report (see Figure 2 - Figure 5).

Table 1. City of Dayton, Wdll #1, Potential Contaminant I nventory

Site# Sour ce Description TOT Zone' | Sourceof Information Potential Contaminants’
(years)
1 Dayton Septic Tanks 0-3 Enhanced Search I0C, Microbids
Highway - County Route D1 0-3 GISMap 10C, VOC, SOC, Microbids
Five-Mile Creek 0-3 GISMap 10C, VOC, SOC, Microbids
Highway - County Route D1 and 36, 6-10 GISMap IOC, VOC, SOC
Fve-Mile Creek

TOT =time-of-travel (in years) for a potential contaminant to reach thewellhead
210C = inorganic chemical, VOC = volatile or ganic chemical, SOC = synthetic organic chemical
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Table 2. City of Dayton, Wl #2, Potential Contaminant I nventory

Site# Sour ce Decription® TOT Zoné* | Sourceof Information Potential Contaminants®
(years)
1 Dairy, <=200 cows 0-3 Database Search I0C, Microbids
2 Feed It 0-3 Enhanced Inventory I0C, Microbids
3 Dayton Septic Tanks 0-3 Enhanced Inventory 10C, Microbids
Five-Mile Creek 0-3 GISMap I0C, VOC, SOC, Microbids
Twin Lakes Cand 0-3 GISMap I0C, VOC, SOC, Microhids
Highway — County Route D1 0-3 GISMap I0C, VOC, SOC, Microhids
Railroad 0-3 GISMap 10C, VOC, SOC, Microhids
4 Dairy, <=200 cows 36 Database Search 10C
5 Dairy, <=200 cows 36 Database Search 10C
6 Dairy, <=200 cows 3-6 Database Search 10C
7 Feed Lot/Former Dairy 36 Enhanced Inventory I0C
8 Feed Lot 36 Enhanced Inventory I0C
9,10 | LUST ste, UST site, Site cleanup 6-10 Database Search VOC, SOC
completed, impact unknown
11 Dairy, <=200 cows 6-10 Database Search I0C
12 Dairy, 1001-2000 cows 6-10 Database Search I0C
13 Group 1 Site— Nitrate 6-10 Database Search
14 Municipa Landfill — Active 6-10 Database Search I0C, VOC, SOC
15 Feed Lots 6-10 Enhanced Inventory 10C
16 Former Dairy 6-10 Enhanced Inventory I0C
Five-Mile Creek 3-6; 6-10 GISMap I0C, VOC, SOC
Twin Lakes Cand 3-6; 6-10 GISMap I0C, VOC, SOC
Highway — County Route D1 3-6; 6-10 GISMap IOC, VOC, SOC
Railroad 3-6; 6-10 GISMap I0C, VOC, SOC

LUST = Underground Storage Tank, LUST = L eaking Underground Storage Tank

Group 1 Site= Sitesthat show devated levels of contaminantsand are not within the priority oneareas
2TOT =time-of-travel (in years) for a potential contaminant to reach the wellhead

*10C =inorganic chemical, VOC = volatile or ganic chemical, SOC = synthetic organic chemical

Table 3. City of Dayton’s Springs Contaminant Inventory

Site# Sour ce Description TOT Zone' Sour ce of Potential Contaminants’®
(years) Information
Small stream upgradient from Watershed GISMap 10C, VOC, SOC, Microbid
Spring sources Delinegtion
Wildlife and Domestic Animal Watershed GISMap 10C, VOC, SOC, Microbid
Grazing Influence Delinegtion
AWD trails Watershed GISMap 10C, VOC, SOC, Microbid
(Spring #2 and #3 only) Ddinedtion

LTOT =time-of-travel (in years) for a potential contaminant to reach the wellhead
210C = inorganic chemical, VOC = volatile or ganic chemical, SOC = synthetic organic chemical
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Section 3. Susceptibility Analyses

Each well’ s susceptibility to contamination were ranked as high, moderate, or low susceptibility according to
the following congderations. hydrologic characterigtics, physicd integrity of the wells, land use characterigtics,
and potentidly sgnificant contaminant sources. The susceptibility of springs are ranked as high, moderate, or
low susceptibility by evauating spring congtruction, whether the infiltration gallery is under the direct influence
of surface water, the type of land use, including farm chemical usage and agricultura land percentages, and to
incorporate dl potentidly significant contaminant sources within the delineasted area. The susceptibility
rankings are specific to a particular potential contaminant or category of contaminants. Therefore, ahigh
susceptibility rating relative to one potentia contaminant does not mean that the weter sysem is at the same
risk for dl other potentid contaminants. The relative ranking thet is derived for eech well isa quditative,
screening-leve step that, in many cases, uses generdized assumptions and best professiond judgement.
Attachment A contains the susceptibility andyss worksheets. The following summaries describe the rationale
for the susceptibility ranking.

Wl Hydrologic Sensitivity

The hydrologic sengtivity of awell is dependent upon four factors: These factors are surface soil composition,
the materid in the vadose zone (between the land surface and the water table), the depth to first ground water,
and the presence of a 50-foot thick fine-grained zone (aquitard) above the producing zone of thewell. Slowly
draining soils such as st and clay typically are more protective of ground water than coarse-grained soils such
assand and grave. Similarly, fine-grained sediments in the subsurface and a water depth of more than 300
feet protect the ground water from contamination.

Well #1 and Wl #2 rated high for hydrologic sengtivity. Scoreswere increased because area soils are
moderate to well-drained (as defined by the National Resource Conservation Service (NRCYS)), the depth to
first water isless than 300 feet (unknown for Well #1 and 68 feet in Wl #2), and an aquitard is not present.
The vadose zone composition is unknown for Well #1, and is predominantly gravel in Well #2. Whether a
50-foot thick fine-grained zone is present in the subsurface for Well #1 is unknown. The well log for Well #2
shows clay and gravel above the first water-bearing unit, but the thickness isless than 50-feet. A 50-foot
thick fine-grained zone above the perforated zones of the well can provide additiona protection by reducing
the downward movement of contaminants. No well log was available for Well #1 during this andysis, and
scores regarding the missing information defaulted to the most conservetive rating.
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System Construction
Wel Construction

Wil congruction directly affects the ability of the well to protect the aguifer from contaminants. System
condruction scores are reduced when information shows that potentia contaminants will have a more difficult
time reaching the intake of the wdll. Lower scoresimply a system isless vulnerable to contamination. For
example, if thewdl casing and annular sedl both extend into alow permeability unit, then the possibility of
contamination is reduced and the system construction score goes down. If the highest production interva is
more than 100 feet below the water table, then the system is considered to have better buffering capabilities.

If the wellhead and surface sed are maintained to sandards, as outlined in sanitary surveys, then contamination
down thewell boreislesslikey. If thewdl is protected from surface flooding and is outside the 100-year
floodplain, then contamination from surface events is reduced.

Wil #1 (Tag # E0007233) was rated moderate for system construction. Well #1 is used as the backup
water source for Well #2. The drill date for Well #1 is unknown. Wl #1 was completed to a depth of 260
feet and cased with a 12-inch-diameter stedl pipe (DEQ Sanitary Survey, 2001). Current regulations require
that a 12-inch diameter well casing have a thickness of 0.375-inches. The static water leve is approximately
55 feet bgs. The screened or perforated interva of the well casing is unknown. The well uses a submersble
pump that is set to gpproximately 250 feet bgs. The wellhead and surface sed are maintained and in
acceptable condition. The wellhead is not located within a 100-year floodplain. It is unknown if the casing
and annular sedl extend into units of low permesbility (such as clay), whether the highest water production
level was more than 100 feet below the static water leve, or if awell test was conducted. If well log
information is made available, the susceptibility scores for Well #1 may change because proper well
congruction and well location are important when evauating the susceptibility of drinking water sourcesto
contamination.

Wl #2 (Tag # E0007234) rated moderate for system construction. Well #2 was constructed in 1994 to a
depth of 370 feet into clay materid. The Static water level is 68 feet bgs. The well was cased with a 14-inch-
diameter stedl pipeto 350 feet bgs. Current regulations require that a 14-inch diameter well casing have a
thickness of 0.375-inches. The pipeis perforated between 64 and 123, 168 and 172, 297 and 305, and 342
and 348 feet bgs. A submersible pump is set at 320 feet bgs. According to the 2000 sanitary survey, the
wellhead and sanitary sed are maintained and in good condition. The wellhead is not in the 100-year
floodplain. The well casing extendsinto clay, however, the score increased because the annular sedl is not
segted into a unit of low permesbility. The highest water production zone was less than 100 feet below the
datic water level, there was no well test data, and the wellhead does not have a screened vent. I the highest
production interva is more than 100 feet below the water table, the source is considered to have better
buffering capabilities from contaminants. Also, placing a 24-mesh screen over the well vent can prevent
animals and insects from accessing the well column.
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The Idaho Department of Water Resources (IDWR) Well Construction Sandards Rules (1993) require dl
public water systems to follow DEQ standards. IDAPA 58.01.08.550 requires that PWSs follow the
Recommended Standards for Water Works (1997) during construction. Under current standards, al PWS
wells are required to have a 50-foot buffer around the wellhead and if the well is designed to yield greater than
50 gdlons per minute (gpm) aminimum of a6-hour pump test is required. These standards are used to rate
the system condtruction for the well by evauating items such as condition of wellhead and surface sed,
whether the casing and annular space is within consolidated materid or 18 feet below the surface, the
thickness of the casing, etc. If dl criteria are not met, the public water source does not meet the IDWR Well
Congruction Standards. In this case, there was insufficient information available to determine if Well #1 met
al the criteriaoutlined in the IDWR Well Condruction Standards. Well #2 did not meet the criteriaoutlined in
the IDWR Wdll Construction Standards.

Spring Construction

Spring congtruction directly affects the ability of the intake to protect the aquifer from contaminants. System
condruction scores are reduced when information shows that potentia contaminants will have a more difficult
time reaching the spring' swater. Lower scoresimply a system is less vulnerable to contamination. For
example, if the intake structure of the surface water system is properly located and constructed to minimize
impacts from potentia contaminant sources, then the possibility of contamination is reduced and the system
congtruction score goes down. I the system was congtructed in away that the infiltration gdlery is separated
from any surface water so asto provide some kind of naturd filtration, the water quality is more protected and
the system scoreis reduced.

Spring #2 and Spring #3 rated low for system construction, whereas the Spring #1 rated moderate. The U.S.
Forest Service owns the land where the springs are located. The area surrounding al three springs is fenced
to restrict access to the sources.

The Spring #2 (Tag # E0007236) and Spring #3 (Tag # E0007235) were rebuilt in 1982 and 1981
respectively, and have been bermed to divert surface water from the collection areas. Both the collection
areas and collection lines are kept free of brush and debris. Water from the springs does not contact the
amosphere, prior to distribution. The water is collected into perforated pipes set in diversion terraces
downgradient of the springs and transported by PV C pipesto ajunction box and ultimately to the storage
reservoirs.

The Spring #1 (Tag # E0007237) was developed by the Works Progress Administration (WPA) in the

1930's. This spring was developed to prevent contact the atmaosphere prior to distribution (communication,
2002). According to the 2001 sanitary survey, construction details of the collection pipes are unknown.
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Potential Contaminant Source and Land Use

Wl #1 rated high for IOCs (i.e. nitrates, arsenic), moderate for VOCs (i.e. petroleum products) and SOCs
(i.e. pedticides), and low for microbid contaminants (i.e. bacteria). Wl #2 rated high for IOCs, VOCs,
SOCs, and moderate for microbia contaminants. All three springs rated low for IOCs, VOCs, SOCs, and
microbids.

Final Susceptibility Ranking

A detection above adrinking water standard MCL, any detection of aVVOC or SOC, or a confirmed
detection of total coliform bacteria or fecd coliform bacteria a the wellhead or spring will automaticaly give a
high susceptibility rating to awell despite the land use of the area because a pathway for contamination aready
exigs. Additiondly, potential contaminant sources within 50 feet of awellhead or 100 feet of a oring will
automaticaly lead to a high susceptibility rating. Hydrologic senstivity and system congtruction scores are
heavily weighted in the find scores. Having multiple potentia contaminant sources in the O- to 3-year time of
travel zone (Zone 1B) contribute greetly to the overal ranking.

Susceptibility Summary

No SOCs or VOCs have ever been found in the wells. Radiation and the |OCs fluoride and nitrate have been
detected in tested water. Despite existing in anitrate priority area, nitrate has been detected once above the
action level (Well #1 a 5.49 mg/L in November 1997) which is haf of the MCL (10.0 mg/L). Bacteriawere
detected in the distribution system and in two of the springs.

In terms of total susceptibility, both Well #1 and Wl #2 rated high for IOCs, VOCs, SOCs, and microbia
contaminants (see Table 3). Thetota susceptibility for al three springs rated low for 10Cs, VOCs, and
SOCs. Microbid contaminants rated low for Spring #1, and automatically high for Spring #2 and Spring #3.
The automaticaly high ratings were due to tota coliform bacteria detections at the oring sources in May 2000
(see Table 4).

Table 4. Summary of the City of Dayton Well Susceptibility Evaluation

Drinking Susceptibility Scores*
Water Hydrologic Potential Contaminant System Final Susceptibility Ranking
SOurces | gengitivity Inventory and Land Use Construction
IOC | VOC | SOC | Microbids IOC | VOC [ SOC | Microbids
Wil #1 H H M M L M H H H H
Well #2 H H H H M M H H H H

'H = High Susceptibility, M = M oder ate Susceptibility, L = L ow Susceptibility,
10C = Inorganic chemical, VOC = volatile organic chemical, SOC = synthetic organic chemical
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Table5. Summary of City of Dayton Spring Susceptibility Evaluation

Drinking Water Susceptibility Scores'
Source Potential Contaminant System Final Susceptibility Ranking
Inventory and Land Use Congtruction
I0C VOC SOC Microbids IOC | VOC | SOC | Microbids
Spring #1 L L L L M L L L L
Soring #2 L L L L L L L L H*
Spring #3 L L L L L L L L H*

"H = High Susceptibility, M = M oder ate Susceptibility, L = L ow Susceptibility
10C = Inorganic chemical, VOC = volatile or ganic chemical, SOC = synthetic organic chemical
H*= Automatically rated high dueto detections of total coliform in spring source

Section 4. Options for Drinking Water Protection

This assessment should be used as a bass for determining gppropriate new protection measures or re-
evauating existing protection efforts. No matter what ranking a source receives, protection is aways
important. Whether the source is currently located in a“pristing” area or an areawith numerous industrid
and/or agricultura land uses that require surveillance, the way to ensure good water qudity in the future isto
act now to protect valuable water supply resources. If the system should need to expand in the future, new
well stes should be located in areas with as few potentid sources of contamination as possible, and the ste
should be reserved and protected for this specific use.

An effective drinking water protection program is tallored to the particular locd drinking water protection
area. A community with afully developed source weter protection program will incorporate many srategies.
For the City of Dayton, drinking water protection activities should first focus on correcting any deficiencies
outlined in the sanitary survey. No potentia contaminants (pesticides, paint, fuel, cleaning supplies, etc.)
should be stored or gpplied within 50 feet of the wells. Land uses within most of the source water assessment
area are outsde the direct jurisdiction of the City of Dayton, making collaboration and partnerships with
federd, state and locd agencies, industrial and commercid groups should be established to ensure future land
uses are protective of ground water qudlity.

Due to the time involved with the movement of ground water, drinking water protection activities should be
amed at long-term management Strategies even though these strategies may not yield resultsin the near term.
A grong public education program should be a primary focus of any drinking water protection plan asthe
delinegtion contains some urban and resdentia land uses. There are multiple resources availaole to help
communities implement protection programs, including the Drinking Water Academy of the U.S. EPA.
Drinking water protection activities for agriculture should be coordinated with the Idaho State Department of
Agriculture, the Soil Conservation Commission, Caribou Soil and Water Conservation Didtrict, and the
NRCS.

A community must incorporate a variety of strategies in order to develop a comprehensve drinking water
protection plan, be they regulatory in nature (i.e. zoning, permitting) or non-regulatory in nature (i.e. good
housekeeping, public education, specific best management practices). For assstance in developing protection
srategies please contact the Pocatello Regiona Office of the DEQ or the Idaho Rural Water Association.

22



Assistance

Public water supplies and others may cdll the following DEQ offices with questions about this assessment and
to request assstance with developing and implementing aloca protection plan. In addition, draft protection

plans may be submitted to the DEQ office for preliminary review and comments.
Pocatello Regionad DEQ Office (208) 236-6160

State DEQ Office (208) 373-0502

Website| http://www.deg.stateid.us

Water suppliers serving fewer than 10,000 persons may contact Ms. Mdlinda Harper, 1daho Rura Water

Association, at 208-343-7001 (mharper @idahoruradwater.com) for assstance with drinking water protection

(formerly wellhead protection) strategies.
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POTENTIAL CONTAMINANT INVENTORY LIST OF ACRONYMSAND DEFINITIONS

AST (Aboveground Storage Tanks) — Siteswith aboveground
storage tanks.

BusinessMailingLigt — Thislist contains potentia contaminant
stesidentified through aydlow pages database seerch of sandard
industry codes (SIC).

CERCLIS — Thisincludes sites considered for listing under the
Comprehensve Environmental Response Compensation and
Liability Act (CERCLA). CERCLA, more commonly known as
Superfund is designed to clean up hazardous waste Sites that are
onthenationa priority list (NPL).

Cyanide Site — DEQ permitted and known higtorica
stesffacilities usng cyanide.

Dairy — Stes included in the primary contaminant source
inventory represent those facilities regulated by Idaho State

Department of Agriculture (ISDA) and may rangefrom afew heed
to severd thousand head of milking cows.

Deep I njection Well — Injection wellsregulated under the 1daho
Depatment of Water Resources generdly for the digposal of
stormwater runoff or agriculturd field drainage.

Enhanced Inventory — Enhanced inventory locations are
potential contaminant source sites added by the water system.
These can include new stes not captured during the primary
contaminant inventory, or corrected locations for stes not
properly located during the primary contaminant inventory.
Enhanced inventory sites can dso include miscellaneous sites
added by the | daho Department of Environmenta Qudlity (DEQ)
during the primary contaminant inventory.

Floodplain — Thisis a coverage of the 100year floodplains.

Group 1 Sites— These are sites that show devated levels of
contaminants and are not within the priority one aress.

I norganic Priority Area— Priority one areas where greater than
25% of the wells/springs show congtituents higher than primary
standards or other health standards.

L andfill — Areas of open and dosed municipa and non-municipd
landfills.

LUST (Lesking Underground Storage Tank) — Potentia
contaminant source Sites associated with lesking underground
storage tanks as regulated under RCRA.

Minesand Quar ries—Minesand quarries permitted through the
Idaho Department of Lands.)

Nitrate Priority Area— Area where greater than 25% of
wellg/'springs show nitrate va ues above Smg/l.

NPDES (National Pollutant Discharge Elimination System)
— Steswith NPDES permits. The Clean Water Act requiresthat
any discharge of a pollutant to waters of the United States from
apoint source must be authorized by an NPDES permit.

Oraanic Priority Areas— Theseare any aresswhere grester than
25 % of wellg'springs show levels greater than 1% of the primary
gtandard or other health standards.

Rechar ge Point — This includes active, proposed, and possible
recharge sites on the Snake River Plain.

RCRA —Siteregulated under Resour ce Conservation Recovery
Ad (RCRA). RCRA iscommonly associated with the cradleto

grave management approach for generation, storage, and disposal
of hazardous wastes.

SARA Tier Il (Superfund Amendments and Reauthorization
Act Tier Il Facilities) — These sites store certain types and
amounts of hazardous materias and must be identified under the
Community Right to Know Act.

ToxicRdeaselnventory (TRI) —Thetoxic rlease inventory list
was developed as part of the Emergency Planning and Community
Right to Know (Community Right to Know) Act passed in 1986.
The Community Right to Know Act requiresthe reporting of any
release of achemica found onthe TRI ligt.

UST (Underground Storage Tank) — Potential contaminant
source Sites asociated with underground storage tanks regulated
asregulated under RCRA.

Wadewater Land Applications Stes— These are arees where
the land application of municipa or industrid wastewater is

permitted by DEQ.
Wellheads — These are drinking water well locations regulated

under the Safe Drinking Water Act. They are not tregted as
potential contaminant sources.

NOTE: Many of the potentid contaminant sources were located
using a geocoding program where mailing addresses are used to
locate a facility. Feld verification of potentia contaminant
sourcesis an important € ement of an enhanced inventory.
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Susceptibility Analysis Formulas

Formula for Well Sources
Thefind wel scores for the susceptibility andysis were determined using the following formulas:

1) VOC/SOC/I0C Find Score = Hydrologic Sengtivity + System Construction + (Potentia
Contaminant/Land Use x 0.2)

2) Microbid Find Score = Hydrologic Senstivity + System Congtruction + (Potential Contaminant/Land Use
x 0.375)

Find Susceptibility Scoring:
0-5 Low Susceptihility
6 - 12 Moderate Susceptibility
3 13  High Susceptibility

Formula for Spring Sour ces
Thefind gpring scores for the susceptibility andys's were determined using the following formulas

1) VOC/SOC/IOC/Microbid Fina Score = (Potential Contaminant/Land Use X 0.273) + System
Condtruction

Find Susceptibility Scoring:
0-7 Low Susceptihility
8 - 15 Moderate Susceptibility
3 16 High Susceptibility
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QG ound Water Susceptibility Report Public Water System Name : DAYTON A TY CF Vel @ WELL #1

Public Water System Nunber 6210004 11/25/02 2:11 PM
1. System Construction SCCRE
Drill Date Unknown
Driller Log Available NO

Sanitary Survey (if yes, indicate date of |ast survey) YES 2001
Wl | neets | DWR construction standards NO 1
Wl | head and surface seal naintained YES 0
Casing and annul ar seal extend to | ow perneability unit NO 2
H ghest production 100 feet below static water |evel NO 1
Vel | |ocated outside the 100 year flood plain YES 0
Total System Construction Score 4

Soils are poorly to noderately drained NO 2
Vadose zone conposed of gravel, fractured rock or unknown YES 1
Depth to first water > 300 feet NO 1
Aquitard present with > 50 feet cunul ative thickness NO 2
Total Hydrol ogic Score 6
(Je ol vVoC SCC M crobi al
3. Potential Contaminant / Land Use - ZONE 1A Score Score Score Score
Land Use Zone 1A | RRI GATED CRCPLAND 2 2 2 2
Farm chem cal use hi gh NO 0 0 0
ICC, VOC, SOC, or Mcrobial sources in Zone 1A NO NO NO NO NO
Total Potential Contam nant Source/lLand Use Score - Zone 1A 2 2 2 2
Potential Contaninant / Land Use - ZONE 1B
Cont ani nant sour ces present (Nunber of Sources) YES 3 2 2 3
(Score = # Sources X 2 ) 8 Points Maxi num 6 4 4 6
Sources of Aass |l or IIl |eacheabl e contam nants or YES 7 2 2
4 Points Maxi num 4 2 2
Zone 1B contains or intercepts a GQoup 1 Area YES 2 0 0 0
Land use Zone 1B Geater Than 50% Non-Irrigated Agricul tural 2 2 2 2
Total Potential Contami nant Source / Land Use Score - Zone 1B 14 8 8 8
Potential Contamnant / Land Use - ZONE |
Cont ami nant Sour ces Present YES 2 2 2
Sources of Aass |l or Ill |eacheabl e contam nants or YES 1 1 1
Land Use Zone || Qeater Than 50% Non-1rrigated Agricultural 1 1 1
Potential Contam nant Source / Land Use Score - Zone || 4 4 4 0
Potential Contamnant / Land Use - ZONE |1
Cont am nant Sour ce Present YES 1 1 1
Sources of Aass |l or Ill |eacheabl e contam nants or YES 1 1 1
Is there irrigated agricultural |ands that occupy > 50% of YES 1 1 1

Total Potential Contanminant Source / Land Use Score - Zone |11 3 3 3 0



Qumul ative Potential Contaminant / Land Use Score 23 17 17 10

4. Final Susceptibility Source Score 15 13 13 14
5. Final Wl Ranking H gh H gh H gh H gh
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QG ound Water Susceptibility Report Public Water System Name : DAYTON A TY CF Vel | VELL #2
Public Water System Nunber 6210004 11/25/02 2:11 PM
1. System Construction SCCRE
Drill Date 10/ 5/ 94
Driller Log Available YES
Sanitary Survey (if yes, indicate date of |ast survey) YES 2001
Wl | neets | DWR construction standards NO 1
Wl | head and surface seal naintained YES 0
Casing and annul ar seal extend to | ow perneability unit NO 2
H ghest production 100 feet below static water |evel NO 1
Vel | |ocated outside the 100 year flood plain YES 0
Total System Construction Score 4
2. Hydrologic Sensitivity
Soils are poorly to noderately drained NO 2
Vadose zone conposed of gravel, fractured rock or unknown YES 1
Depth to first water > 300 feet NO 1
Aquitard present with > 50 feet cunul ative thickness NO 2
Total Hydrol ogic Score 6
(Je ol vVoC SCC M crobi al
3. Potential Contaminant / Land Use - ZONE 1A Score Score Score Score
Land Use Zone 1A | RRI GATED CRCPLAND 2 2 2 2
Farm chem cal use hi gh NO 0 0 0
ICC, VOC, SOC, or Mcrobial sources in Zone 1A NO NO NO NO NO
Total Potential Contam nant Source/lLand Use Score - Zone 1A 2 2 2 2
Potential Contaninant / Land Use - ZONE 1B
Cont ani nant sour ces present (Nunber of Sources) YES 7 4 4 7
(Score = # Sources X 2 ) 8 Points Maxi num 8 8 8 8
Sources of Aass |l or IIl |eacheabl e contam nants or YES 11 4 4
4 Points Maxi num 4 4 4
Zone 1B contains or intercepts a GQoup 1 Area YES 2 0 0 0
Land use Zone 1B Geater Than 50%Irrigated Agricul tural Land 4 4 4 4
Total Potential Contami nant Source / Land Use Score - Zone 1B 18 16 16 12
Potential Contamnant / Land Use - ZONE |
Cont ami nant Sour ces Present YES 2 2 2
Sources of Aass |l or Ill |eacheabl e contam nants or YES 1 1 1
Land Use Zone || Qeater Than 50% I rrigated Agricul tural Land 2 2 2
Potential Contam nant Source / Land Use Score - Zone || 5 5 5 0
Potential Contamnant / Land Use - ZONE |1
Cont am nant Sour ce Present YES 1 1 1
Sources of Aass |l or Ill |eacheabl e contam nants or YES 1 1 1
Is there irrigated agricultural |ands that occupy > 50% of YES 1 1 1
Total Potential Contam nant Source / Land Use Score - Zone |11 3 3 3 0
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Qumul ative Potential Contaminant / Land Use Score 28 26 26 14

4. Final Susceptibility Source Score 16 15 15 15
5. Final Wl Ranking H gh H gh H gh H gh
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Spring Water Susceptibility Report Public Water System Name : DAYTON A TY CF Spring# : SPRING #3

Public Water System Nunber 6210004 11/25/02 2:13 PM

Intake structure properly constructed YES 0

Is the water first collected froman underground source?
Yes = spring devel oped with casing to collect water frombeneath the ground YES 0
No = water collected after water contacts atnosphere, or unknown

Total System Construction Score 0
1aC \Yee SoC M crobi al
2. Potential Contam nant Source / Land Use Score Score Score Score
Land Use Zone 1A RANGELAND, WOCDLAND, BASALT 0 0 0 0
Farm chem cal use hi gh NO 0 0 0
1QC, VOC, SOC, or Mcrobial sources in Zone 1A YES NO NO NO YES
Total Potential Contam nant Source/lLand Use Score - Zone 1A 0 0 0 0
Potential Contaninant / Land Use - ZONE 1B
Cont ani nant sources present (Nunber of Sources) YES 3 3 3 3
(Score = # Sources X 2 ) 8 Points Maxi num 6 6 6 6
Sources of Aass |l or Ill |eacheabl e contam nants or NO 0 0 0
4 Points Maxi num 0 0 0
Zone 1B contains or intercepts a Goup 1 Area NO 0 0 0 0
Land use Zone 1B Less Than 25% Agri cul tural Land 0 0 0 0
Total Potential Contami nant Source / Land Use Score - Zone 1B 6 6 6 6
Qumul ative Potential Contaminant / Land Use Score 6X0. 273=2 6X0.273=2 6X0.273=2 6X0.273=2
3. Final Susceptibility Source Score 2 2 2 2
4. Final Source Ranking Low Low Low H gh
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Spring Water Susceptibility Report Public Water System Nane : DAYTON A TY CF Spring# : SPR NG #2
Publ i c Water System Nunber 6210004 11/25/02 2:13 PM

I ntake structure properly constructed YES 0
I's the water first collected froman underground source?
Yes = spring devel oped with casing to collect water frombeneath the ground YES 0

No = water collected after water contacts atnosphere, or unknown

Total System Construction Score 0
1aC \Yee SoC M crobi al
2. Potential Contam nant Source / Land Use Score Score Score Score
Land Use Zone 1A RANGELAND, WOCDLAND, BASALT 0 0 0 0
Farm chem cal use hi gh NO 0 0 0
1QC, VOC, SOC, or Mcrobial sources in Zone 1A YES NO NO NO YES
Total Potential Contam nant Source/lLand Use Score - Zone 1A 0 0 0 0
Potential Contaninant / Land Use - ZONE 1B
Cont ani nant sour ces present (Nunber of Sources) YES 3 3 3 3
(Score = # Sources X 2 ) 8 Points Maxi num 6 6 6 6
Sources of Aass |l or Ill |eacheabl e contam nants or NO 0 0 0
4 Points Maxi num 0 0 0
Zone 1B contains or intercepts a GQoup 1 Area NO 0 0 0 0
Land use Zone 1B Less Than 25% Agri cul tural Land 0 0 0 0
Total Potential Contami nant Source / Land Use Score - Zone 1B 6 6 6 6
Qumul ative Potential Contaminant / Land Use Score 6X0. 273=2 6X0.273=2 6X0.273=2 6X0.273=2
3. Final Susceptibility Source Score 2 2 2 2

4. Final Source Ranking Low Low Low H gh



Spring Water Susceptibility Report Public Water System Name : DAYTON A TY CF Spring# : SPRI NG #1
Publ i c Water System Nunber 6210004 11/25/02 2:14 PM
1. System Construction SCORE
I ntake structure properly constructed NO 1
I's the water first collected froman underground source?
Yes = spring devel oped with casing to collect water frombeneath the ground YES 0
No = water collected after water contacts atnosphere, or unknown
Total System Construction Score 1
1oC \e o) Ses M crobi al
2. Potential Contam nant Source / Land Use Score Score Score Score
Land Use Zone 1A RANCELAND, WOCDLAND, BASALT 0 0 0 0
Farm cheni cal use high NO 0 0 0
10C, VOC, SOC, or Mcrobial sources in Zone 1A YES NO NO NO NO
Total Potential Contam nant Source/Land Use Score - Zone 1A 0 0 0 0
Potential Contamnant / Land Use - ZONE 1B
Cont anmi nant sources present (Nunber of Sources) YES 1 1 1 1
(Score = # Sources X 2 ) 8 Points Maxi num 2 2 2 2
Sources of dass Il or Il |eacheabl e contamn nants or NO 0 0 0
4 Poi nts Maxi num 0 0 0
Zone 1B contains or intercepts a Goup 1 Area NO 0 0 0 0
Land use Zone 1B Less Than 25% Agricul tural Land 0 0 0 0
Total Potential Contam nant Source / Land Use Score - Zone 1B 2 2 2 2
Qurul ative Potential Contamnant / Land Use Score 2X0.273=1  2X0.273=1 2X0.273=1  2X0.273=1
3. Final Susceptibility Source Score 2 2 2 2
4. Final Source Ranking Low Low Low Low
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